~ Tier 2 Site Cleanup Report Completeness Review Checklist
: (Tier 2 Version 2.1_)

The following document is used to perform a completeness review of Tier 2 Site Cleanup Reports and conversions
to Tier 2 Site Cleanup Reports for evaluations using IDNR software Version 2.1_ (Septemberi998 ).

A Tier 2 completeness review involves an examination of the Tier 2 report with comparison to the checkiist criteria
to ensure the required items are physically included in the report. Obvious accuracy errors which are noted during
the review will be identified for possible correction and/or clarification. Additional comments, if necessary, are
wiitten in the margins referencing the area of concem. Responses may fall into the following categories:

Y. YES. Information meets quaiifications as intended or presents the correct information.
N-NO. Information not provided or does not meet qualifications as intended.
NA - Not Applicable. Responsa / information is not required.

LUST/Reg. No. Stte Name/Location

Tier 2 Rec'd: Tier 2 Rev'd:

Computer disk with appropriate files provided: (Y IN)

Contract Reviewer:

DNR Reviewer:

TIER 2 REVIEW SUMMARY

Initial Tier 2 (Y/N)
' Revised Tier 2 (Y/N)

Tier 2 based on SCR conversion {Y/N)

Are commtingled plumes present? (Y /N) Enter LUST number(s):

Tier 2 Report complete? ' (Y/N)

Results :_Accépted_Rejected

Tier 2 Class.ificatiur.l'(circle one): ) HIGH RISK LOW RISK NAR

Identify comments/summary/action items needed; include in response letter:

Tier 2 Review letter dated:




TIER 2 REPORT COMPLETENESS CHECKLIST

. TIER2 REPORT - BODY

Title Page: Is the title page complete?...wuvcirnccaremnniennane ereeseeraseaasesan et sansensanesasnnnas Y N
List Deficiencies:
Tier 2 Report Checkliist (pa.-2 -3): _
Aftachments checked are in report or referenced to a previously submitted report? ......Y N
List Deficiencies: '
Tier 2 Data Before Modeling: Summary (Page 4):
All questions on page are aNSWEIEAT ... cvrsrreninnirssieenisesransses st e s sassamesssanssranesns Y N
if applicable, bedrock type identified? ..o et Y N
Groundwater Maximums listed (cross reference to Tier 2 software file)?......cccvveenennnllY N
Soil Maximums listed (cross reference to Tier 2 software file)? ....cvvveveinccienncsniesinninnn ¥ N
Soil Gas Maximums (if used) listed {cross reference to Tier 2 software file)? ..................Y N
Was any daia ignored .......ccecvverenrirerrvnaeensens . 4 N
if yes, was adequate justification provided? .......ccceocoremcneereceneenccisesissnsissosssnseene Y N
List deficiencies:
Site Hydrogeology (page 5)
Fiow / Migration
Values entered for all Flow / Migration parameters? ....c.eccevcrirssisccoisemsssnsnssinnnnes Y N
If head gradient <_0.005, was a range set o at [zast 150,06grees? co.cveevrereerernscemsrereeens ¥ N  NA
Source Dimensions
Soil and groundwater source widths & lengths are maximums? ......ccovvvveevvevvececrccaenn. Y N
Maps corresponding to source dimensions Provided?......c.ceeirnrrerncinnesassssisensonnss ¥ N
Soil Parameters
Default values Used? ... s I 4 N NA
If no, have actual values been determined for all 3 soil parameters? ... rmeeenieneen. Y N
Tier 2 Data Before Modeling Justification _
Justification provided for diesel / waste oil questions and groundwater
ENCOUNEIEd UESTIOMS T . vuee e recereris s ctesrs it cssssssnsssssmntrssnns s snnssssmnsasa s s ae s e sa s v e mrmssn Y N NA
Site Hydrogeology
Statement provided to justify gradient, Sw and W chosen for the Site? ... ececreveivrnnses Y N NA
List deficiencies:
Preliminary Pathway Evaluation Requirements (pg. 6)
Have questions from software been answered {verify software file)? ..ol ¥ N NA
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1IIER 2 REPORT COMPLETENESS CHECKLIST

List deficiencies:

Tier 2 Receptor Summary (pages 7 and 8}
(1) Groundwater Source, Tier 2 Receptor Summary -- refer to Prefiminary Pathway Evaiuation

All required pathways evaluated ? ..... o ¢ N NA
List omitted pathways and receptors:

{2) Soil Leaching, T2 Recepior Summary -- refer to Prefiminary Pathway Evaluation
All required pathway receptors evaluated and listed under soil 12aching? ........cevesmraraeeas Y N NA

List omitted pathways and receptors:

{3) Soil Vapor / Sail to Plastic Water Lire Receptor Summary -- refer to Prefiminary Pathway Evaluation
Y N NA

All required pathiiways evVaIURLEA? ...t
List omitted pathways and receptors:

if at T2, pathways are classified NAR, have confirmation samples been collected? ......... Y~ N NA
Corrective Action complated section noted for each failed PAthWay?...cc.uuncererimmsssseorasnens ¥ N NA
Current Risk identified for each receptor? O VOORRNS N NA
#3010 TIEr 3™ iS5 SEIECIRAT ...cvsecerrremsissssmsasrarmsme st b s e b aem s sanissh st s rabas s n s et dses Y N NA
List deficiencies: £

Sampiing Results

Field Screening table complete (not required for conversion of Approved SC Rs)’? .............. Y N NA
List deficiencies:

Soil Boring / Monitering Well Placement.
Justification that sources have been 10cated Is Provided? .....oummmmrmerssssssusmssscssassasense ¥ N NA
Method used to collect water from wells with free product described ........uenirececeninan Y N NA
List deficiencies: ‘

Analytical Data Tabulations {cross reference to Tier 2 software file):

Groundwater Analyiical Data (verify T2 computer file) -~
Appropriate Group 1 and 2 chemlcals analyzed, K and TDS values listed 7 ... 4 N NA
Current and historical data lncluded 2. rrieamereenteeaeenstaran Y N NA
List deficiencies:
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TIER 2 REPORT COMPLETENESS CHECKLIST

Soil Analytical Data {verify T2 computer file);

Appropriate Group 1 and 2 chemicals analyzed? .........cceecee. N NA
Current and historical data included?.......... e eeereseeeresespessseatresERSTISSTERSSSRRE SR RRS N NA
List deficiencies: '

Soil Gas Analytical Data:"y\‘

—CHECK TO SEE (F Soib SOVE2E IS SOEMEERLED,

Required information provided to justify commingiing of plumes? ............

List deficiencies:

Appropriate chemical analyzed (benzene and HOMIBNEN? oeereiiremrnisnermsrensosmssessimensansnanreses N
Justification for representativeness of samples and sample locations provided? ............. N N/A
List deficiencies: _

indoor Vapor Analytical Data:
Appropriate chemical analyzed (benzene and toluene)? ....ccvenriernnaes N
Justification for the representativeness of samples provided? ... N N/A
List deficiencies:

Groundwater Elgvations :
Required information provided? .........cueenireien N NA
List deficiencies:

Receptor Surveys (pages 14 - 18) x

- Groundwater Well Survey (Pg. 14 - cross reference with Appendix 23):

Well survey information provided and is current {conducted within last year)? ......eeeee N NA
Non-granular bedrock sites - survey identifies public water supply wells
within one mile and all water wells within 1000" of contaminant SOUTCES.......ovevvenr N NA
List deficiencies:

Affected Property Owner Table (Pg. 15 - Cross reference with Attach ments/Appendix 15)
All property owners within the largest applicable (high / low risk receptor is present)
receptor ID plume / actual plume are listed, including AAATESSEE T e rerererersrnnetrsornrarnsasaens Y N NA
Well survey / contact method descriBea? ...t N
List deficiencies:

Commingled Plume Discussion -

N NA
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TIER 2 REPORT COMPLETENESS CHECKLIST

Off-site Contamination Source Support Discussion

If applicable, required information provided? rrteetsstrsenressestasaiotrbensnsronassasnsessasnssesesnrensrsirs | N NA
List deficiencies:
Free Product
Y N NA

Required information provided? ......cecvemveinenns
List deficiencies:

Raceptor Survey - Enclosed space/Conduit Survey (cross reference with Attachment/Appendix 24):
All buildings (with gtz basements), sanitary sewer lines, and

water lines within the receptor ID plumes identified? ......ccvvveiiivceciiinnneneinen oY N NA
Tabie content complete (i.e., construction details, explosive vapor survey, efc.)? ... Y N NA,
Public entities contacted within past year? ........... oene Y N

Y N NA

Current and historic vapor problems described and locations identified? ...

List deficiencies:

Receptor Survey - Surface Water Survey  (cross reference with Attachment/Appendix 25):
Al surface bodies w/in 200 ft and designated use surface water w/in 500 ft identified? ...Y N NA

Surface water body details and record of visual inspection provided? ......ccvnenneiecernn Y N NA
List deficiencies:

Risk Justification & Corrective Action (page 18)
Cortrective action recommendation provided for each high risk pathway 7 ...l Y N NA
List deficiencies:

Monitoring Plan {page 21)
Scil Gas Monitoring:  (If the soil vapor fo epclosed space pathway is complete, a plan must be provided).

Soil gas monitoring pian, summary and justification sections completed? ........ccreerneY N NA
List deficiencies: '
Groundwater Monitering Plan Table:
Groundwater Monitoring Plan Comments/Justification section is completed for each
' ~Y N NA

applicable chemical of concem? ........ocoviiiiirnne
List deficiencies:
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TIER 2 REPORT COMPLETENESS CHECKLIST

il. PATHWAY ASSESSMENT ATTACHMENTS
Groundwater Pathways (Cross reference pathway attachments with those boxes checked in the T2 checkiist)

1a, Groundwater ingestion—Drinking water well. Required to be evaluated? Y N
Receptor ID Plume Map provided? ......eceecnirrevnicessn o Y N NA
Receptor Evaluation Map(s) provided for each receptor? vevtenereesssmsssansssspsssnanssensssrssanannes ¥ N NA
SSTL table provided for each receptor within the receptor ID plume? SRR, § N NA

List deficiencies:

1b. Groundwater ingestion - Non-drinking water well Required to be evaiuated? Y N
Receptor 1D Plume Map pravided? ....ccueememeserasesneas etreietiitteenanpTeTyeaarsrananrnddsssnes Y N NA
Receptor Evaluation Map(s) provided for ach reCeplor? .......ccvmriniassssiinmmnicccss Y N NA
SSTL table provided for each receptor within the receptor ID plume? verneerenenssssesenseconses ¥ N NA
List deficiencies:

2. Groundwater Ingestion—Protected GW source Required to be evaiuated? Y N
Recaptor 1D Plume Map provided? ......eeemininsnemenisssenes RUURUPI N NA
Receptor Evaluation Map(s) prowded'? verenmrerrsenens v weemss sersesssevenesreseessesasnneee Y N NA
SSTL table provided for each receptor within the receptor ID piume? IRTOTIRIURR ¢ N NA
List deficiencies:

3a. Groundwater Vapor—Confined Space -- Residential  Required to be evaluated? Y N

~Is the source area(s) zoned for residential use? et tvaansssresansebsnsnsarasnsasressserissssasnnarane ¥ N NA
Receptor 1D Piume Map provided? ...t v Y N NA
Receptor Evaluation Map(s) provided?.......cc.ecemccnniiinnnnns T, S 4 N NA
SSTL table provided for each receptor within the receptor 1D plume? ......cooncriecsirnneenn Y N NA
List deficiencies:

3b. Groundwater Vapor—Confined Space—=Non-Res. Required to be evaluated? Y N
Is the source area(s) 20ned O FESTIENHAL USE? ..onvromrsisrserssseeeseesenrs stserserasssesssemssessecsossses Y N NA
Receptor D PIume Map Provided? ... cccimmsiississssssmssessssssssiens sesmsisesesmssirssrsisssssssars ¥ N NA
Receptor Evaluation Map(s} provided? .....veeerienisesncssimesiminie srsrssrsirsssisisssessess Y N NA
SSTL table provided for each receptor within the recepior ID plume? ... Y N NA
List deficiencies:

4. Groundwater Vapor—Confined Space—Potential. Required to be evaluated? Y N
Is the source area(s) zoned for residential USE? .......curermmessrsssnsscinecmsisssscsssisnooensssss ¥ N NA
Receptor 1D PIume Map ProVIAEA? ....ccwwesuerisrrmmremsermsearerssemsssssssss ssssmmamsssssssssasscsssenssss ¥ N NA
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TIER 2 REPORT COMPLETENESS CHECKLIST

Receptor Evaluation Map(s) provided? ... eeerrieessnessnsenrernsnssras ¥ N NA
SéTL table provided for each receptor within the receptor ID plume? U 4 N NA
List deficiencies:

5a Groundwater Vapor—Sanitary Sewer—Residential. Required to be evaluated? Y N
is the source area(s) zoned for-residential Use? ....orniirnnnass Y N NA
Receptor ID Plume Map provided? ... mricnmseinecsennicnins Y N NA
Receptor Evaluation Map(s) provided?. ... ierermmssimmrensammrissmnss sasrmsissscsansmssenmsssnines Y N NA
SSTL table provided for each receptor within the receptor ID plUME? ..coverernns . N NA
List deficiencies:

5b Groundwater Vapor—Sanitary Sewer-—Non-Res Required to be evaluated? Y N
Receptor ID Plume Map provided? ........ WY N NA
Receptor Evaluation Map(s) provided? .......ciisienninncsnsninens reetvermesassransrnsnensessanins T N NA
SSTL table provided for each receptor within the receptor D plUMe? ..ocrmvvrerens Y N NA
is the source area(s) zoned for residential US@7 ... iiiiiniesiimssession Y N. NA
List deficiencies:

8. Groundwater Vapor—Sanitary Sewer—Fotential Required to be evaluated? Y N
Is the source area{s) zoned for residential USE? ......cvivnimseraniaes crees .Y N NA
Receptor ID Plume Map provided? ... vcoecroniminrnrinssienes Y N NA
Receptor Evaluation Map(s) providea? ... imemnisensninens ceasnremserreseesassesarareanres N NA
SSTL table provided for each receptor within the receptor ID pIUmME? ... Y N NA
List deficiencies:

7. Groundwater to Plastic Water Line. Required to be evaiuated? Y N
Receptor 1D Plume Map provided? ......cccoeiciinnniniennes I ¢ N NA
Receptor Evaluation Map(s) provided?........... ¥ N NA
SSTL table provided for each receptor within the receptor 1D plume? ......oeereivesicnennees Y N NA
List deficiencies: '

8. Surface Water, ' Required to be evaluated? Y N
Receptor ID Plume Map provided? ... eeeerescmomeisnsiminn sersrssssersssrnssersassesass Y N NA
Receptor Evaluation Map(s) provided?...... o LY N NA
Allowable Discharge form prowded? .................. s ¥ N NA
SSTL table provided for each receptor within the receptor ID plume'? ISR § N NA
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TIER 2 REPORT COMPLETENESS CHECKLIST

8. Surface Water. List deficiencies:

2, Soil Leaching Pathways (Cross reference pathway attachments submitted with the T2 checkiist)

9, 30il Leaching to Groundwater Required to be evaluated? Y N
0.1a. Groundwater ingestion - drinking water well Required to be evaluated? Y N
Receptor {D plume mMap Provided? ... sttt snasneres Y N NA
Is a Soil SSTL table provided? ......cevevvevcirersesmammmmnirssssusmsnsssssssisrsanns Y N NA
List deficiencies:

9-1b. Groundwatzr ingestion non-drinking water well Required to be evaluaied? Y N
Receptor 1D plume map provided?....coemieiies R 4 N NA
Is 2 Soil SSTL iable provided? .....cvvrieivnionas . N NA
List deficiencies:

9-2. Groundwater ingestion—protected groundwater source  Required to be evaluated? Y N
Receptor ID plume map Providad? ... icerermee s scess it ssesssssssossssnees Y N NA
Is a Soil SSTL table provided? ...t YT N NA
List deficiencies:

9-3a. Groundwater vapor—confined space—residential ; Required fo be evaluated? Y N
Receptor ID plume map provided?........cvuve . N NA
ls a Soil SSTL table provided? OOV OURPUICIOTPTRIOR N NA
List deficiencies:

9-3b Groundwater vapor—confined space—nonresidential Required to be evaluated? Y N
Receptor ID plume map provided?.......ccoecvees UV, ¢ N NA
Is @ Soil SSTL table Providea? ... civsemrmmsmmesssssisnstsrosessescsnossintrsmsmassisssasssssonsaonssssces Y N NA
List deficiencies: -

2-4. Groundwater vapor—confined space—potential Required to be evaluated? Y N
Receptor 1D plume map providedT......cciuvmommmncimmii et Y N NA
Is 2 SOil SSTL {able ProvIRUT ..cvurervrivesrsrserssmrssssssnssmsssscomm s simrsassas s s Y N NA
List deficiencies: s -
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TIER 2 REPORT COMPLETENESS CHECKLIST

8-5a. Groundwater vapor—sanitary sewer—residential . Required to be evaluated? Y N
Réceptor ID plume MAP PrOVIABA? ..vcurereresiriisensessisss st sbsn s e sossassrasenssssses . N NA
Is a Soil SSTL table provided? .........ccvevmnrvsvenniins Y N NA
List deficiencies:

9.5b. Groundwater vapor—sanitary sewer—nonresidential Required to be evaiuated? Y N
Receptor ID plumas map provided?. rusesanmresesarerbiaTneate areade SR REAR ST AP SRRt O SR a R L e Y N NA
is & Soil SSTL table Providea? ......cccoumunmsisiemmsrsrecer sttt sarasnsssaems ssssrsmasmsemoramenss sisess Y N NA
List deficiencies:

9-6. Groundwater vapor—sanitary sewer—potential Required to be evaluated? Y N
Receptor 1D pitme map provided?........ocvmmmeeiseessesens N 4 N NA
Is a Soil SSTL table provided? e eeseesesesanssssansasasaseassrsepenssassnrassacnsresssssonsmsnsnransnraes ¥ N NA
List deficiencies:

.7, Groundwater to plastic water line Required to be evaluated? Y N
Receptor ID plume map provided?........ccceimmmrenivesens .Y 7 N NA
Is a Soil SSTL tabie provided? et soeestormaseanasraseasseeasasmeerasessennanananesesrassnnsrarassasmnsrvennsnas N NA
List deficiencies: .

2-8. Surface water ) Required to be evaluated? Y N
Receptor ID piume map provide? .........ccvereemrmrmrseseinans ¥ N NA
Is a Soil SSTL table provided? eveeseeesesses s an s sen s an s s arsantsresnermshansanermessasanastiasessecs | N NA
List deficiencies:,

10. Soil Vapor fo Enclosed Space. Required to be evaluated? Y N
Soil Vapor to Enclosed Space Map provided (shows actuat piume mcludlng 50-
foot extension and applicable receptors)? ... [T ¢ N NA
List deficiencies:

11, Soll to Plastic Water Line. Required to bs evaluated? Y N
Soil to Plastic Water Line Map provided (map shows actual plume including
10-foot extension and applicable receptors)? ..o e . N NA
List deficiencies: -
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TIER 2 REPORT COMPLETENESS CHECKLIST

C. BEDROCK PATHWAY ASSESSMENT ATTACHMENTS.

{Cross reference pathway attachments submitted with those boxes checked in the report checklist (pages 2 and 3)).
Badrock type designation? Exempt SEGranular Granular Non-granular
Justification for the bedrock designation provided? ..........eevesvernniscens verrenrane ¥ N NA

Has an hydrogeologic X-section been included? ..........c...... veeen ¥ N NA

Granular and Non-granular - Assessment

Soil plume defined to Tier 1 level for soil leaching to groundwater? Y N NA
All confined spaces within 50 feet of soil gas plume Identified? .......ocvecsensiscnsinnene. Y N NA
A minimurmn of three monitoring wells were instatled 50 - 100 feet from

SO CONTAMINBHONT ceveeeereeietissarsnismrarasssasentestissstmamtrris e s e e psnasanses shesaTTmssst 1T ER RO TS ram s asnr e re Y N NA

If designation is granular, has the groundwater plume been defined to Tier 1 levels? .....Y N NA

List deficiencies:

Groundwater Ingestion (actual & potential):
All drinking and non-drinking water wells within 1,000 feet of GW source {or

soil source if no GW contamination) identified and sampled? .......ereecmsemnennernssinenss ¥ N NA
All public water supply systems (supply wells) within one mile of the GW
source {or soil, if no GW contamination) sources identified and sampled? ...omicriiennnn Y o N NA
List deficiencies:

Groundwater Vapor te Enclosed Space:
Soil gas plume defined to Tier 1 soil gas target levels? R N NA
At a minimum, soil gas is sampled at the expected maximum and near
monitoring wells with groundwater that exceeds a Tier 1 [1Y7-" i SSURURORRRTS N NA
Has a soil gas plume map been iNClUded? ...ooveerervniresiircrrinncaarens Y N NA
List deficiencies:

Groundwater to Plastic Water Line:
All plastic water lines within 200 feet of monitoring wells with
groundwater contamination that exceeds a Tier 1 level identified? ... Y N NA -
Highest groundwater elevation is within 3 feet of an actual plastic water ine? ................. Y N NA

List deficiencies;

Surface Water:
All surface water bodies within 200 feet of source identified and designation _.provided? e 4 N NA

Visual inSpection CONAUEIEA?...cveiierevormrescmmserssimosmisaseirs s ssssbsarass ssmsssassssstamspasos srocsnenss Y N NA
If visual inspection failed or groundwater in monitoring well closest to surface
water exceeds a {arget level, was an allowable discharge concentration

Y N NA

CAlCUIRIRAT ... emcrienrrae srerarrme e
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TIER 2 REPORT COMPLETENESS CHECKLIST

Surface Water. List deficiencies;

Soil Vapor to Enclosed Space - complete section 8. 10 of this checklist

Has a map location all enclosed spaces with respect to the solif plume been included? ...Y N NA
Soil to Plastic Water Line - complete saction B. 11 of this checklist.
Has a map locafion all piastic water lines with respect to tha z0il plums been included? .Y N NA
Corrective Action Response
Has excavation or other active remediation for contaminated soil been recommended? .Y N NA
List deficiencies:
D. OTHER MAPS.
12. Groundwater Summary Corrective Action Map
The most limiting chemical has been selected for map development? ... Y N NA
List items noticed to be incomplete:
13. Soil Summary Corrective Action Rzap
The most limiting chemical has been selected for map developmant? ..o ¥ N MNA
List items noticed to be incomplete:
14. Monifbring Plan Map
Map inciudes all wells to be monitored for ali high and low risk receptors? ......cccvvevenY N NA
Soil gas monitoring points identified ? ... reennreeeneereeneeens Y N NA
Groundwater monitoring wells identified? .........ececerre Y N NA
List items noficed to be incomplete:
15. Land Owner Map h
Map includes all properties (including property boundaries, roads, structures,
etc.) within largest receptor ID plume where a high/low risk receptor is present?..............Y N NA
List items noticed to be incomplete:
N NA

16. X, Y Coordinates'Map Map provided (required for submittals after 10/30/97) ...........Y

Tier 2 (v2.1_) Completeness Review Checklist - September 1998
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TIER 2 REPORT COMPLETENESS CHECKLIST

17. Zoning Map {required if non-residential target levels are used)
Zoning information provided for areas encompassed by vapor

pathways receptor ID PIUMIES 7 cevuanrererescsserassssrsosessesssnscsessssmssssssssrsssssssssssmssssseassinassmssecsens 1 N NA
List items noticed to be incomplete:
18. Groundwater Source Width/Length Map included? ... Y N NA
19. Sofl Source Width/Length Map included? ...... ' .Y N NA
20. Soil Contamination Maps
Soil contaminant plumes are defined to default or SSTLS? .eeeeeee Y N NA
Soil contarninant source(s) identified for ail chemicals of CONCEM? i Y N NA
List items noticed to be incomplete:
21, Groundwater Contamination Flume Maps
Groundwater contaminant plumes are defined to default or SSTLE? covvnrcvevnnnneinsrsinnenn ¥ N NA
Map provided for each chemical of concern? ............ .Y N NA
List items noticed to be incomplete:
22. Groundwater Flow Diraction Wiap
Groundwater contour data and date wells sampled listed 0N MED7 .wrverriceisssseneenee ¥ N
List iterns noticed to be incomplete:
23. Well Survey Map
Locations of all water wells within the larger of 1000 feet or the
receptor ID plume, (one mile for non-granular bedrock sites) Shown? ..., Y N NA
List items noticed io be incompiete:
24, Enclosed Space and Conduit Map
All building with and without basements, sanitary sewer lines, and water lines
within the applicable receptor ID plumes shown? ... Y N NA
if plastic water lines are present, map identifies locations samples were collected? Y N :NA
List items noticed to be incomplete:
25. Surface Water Map
All surface water bodies within larger of 200 ft radius or receptor 1D -
Y N

PIUMIE Bre HHENEAIBAT v eeeeeeeermisreririsssssssrrsrssesmesesansereeresasessessmes st s ssbsannsbsorasmarssrarasasssmsasnnsrsss

List items noticed to be incomplete: -

NA
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TIER 2 REPORT COMPLETENESS CHECKLIST

OTHER ATTACHMENTS

26. Laboratory Data Sheets
List #ams noticad to be incomplete:

27. Soil Vapor Monitoring Well Construction Diagrams
List iems noticed to be incomplete:

28. Seii Soring Logs / Monitoring Well Construction Diagrams

List itams noticed fo be incomplets:

29, Water Well Logs (drinking and non-drinking water wells)
List itams noticed to be incomplete:

30. Off-Site Contamination Source Support Data
Information provided ta support claim of off-site SOUrCe? ..o e

Lis: daiiciencies:

31. Tier 1 Selected Information: - Site History (May be referenced to approved Tier 1 Report)

Site History (page 5/T1) .cereereresssesieriennns Y N NA
Currant Site Conditions (page 6/T1) wvvvriremeeriren N 4 N NA
Hydraulic Conductivity (D808 T0/T1) it sensis s ssensrnssarssersensonssron N NA
Tier 1 Appendix 1 - Topographic Site Map ..., Y N NA
Tier 1 Appendix 2 - Site Plan Map ... - T 4 N NA
Tier 1 Appendix 4-Field Screening Map (not requu'ed for approved SCR) .Y N NA
Tier 1 Appendix 11 - Tank Tightness Test Results ......c.cccoccorienees I 4 N NA
Tier 1 Appendix 14 - Hydraulic Conductivity Measurements
Summary of the K methodology provided ..........cccverenes .Y N NA
Field data and calculations provided (units are consistent)? .....c.owmiccnenrensiss Y N NA
Y N NA

Were defauit K values used ...........

m% —?A*

*  0.45 mv/d at sites where reported K was not representative and cannot be recalculated.
* 5.0 m/d at exampt granular bedrock where K too high o meastre.

* Reported or recalculated K at exempt granular bedrock where K >0.44 m/d.

*  0.44 m/d at.exempt granular hedrock where reported or recalculated K was <0.44 m/d.

Cum

Recalculated Hydraulic Conductivity (if reviewer recalculates K} Recalculated K Vaiue: m/d

Why was K value reealcu[eted :

Tier 2 (v2.1_} Completeness Review Checklist - Septernber 1998
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TIER 2 REPORT COMPLETENESS CHECKLIST

F. CORRECTIVE ACTION DOCUMENTATION - OPTIONAL
Declaration of Restrictive Covenants / Institutional Controls |

Form i5 8ated? ...t b s e
EXNIDIE “A” IS PIOVIGRUT 1ovverecrenireemssrmmississsissssisssssassssssssssstssse ssessonsnssrossinsssasass
Description of restrictions is provided? ...t .

Name of declarant is entered? .........

Authorizing agent affixed signature?......cceeevevinnnnn,

FOIMT IS MOMAMZEAT +1verrererrrcriesinsssssisessastssssrararsstentsshansesstassssesssesshsshressass sanenssasssntansessansessss
Legal description of property provided? .........ceeirerenm s
Does institutional control prohibit / restrict use to appropriate distance from source?.......

Ordinance accepted? ...cccuveiin

Abandoned Water Well Plugging Records
Required information provided to document closure of Wells? ..o

Water Supply (IDNR) / Designated County Agent Notification
IDNR form 542-1530 (and attachments) compiete? ...

Sanitary Sewer Notification

X<k

< <

IDNR form 542-1532 (and attachments) CoMPIEte? .....coveviacnrunisrnmmimamrae s essssssecsssanss ¥
Utility Company Notification
IDNR form 542-1531 (and attachments) compIete 7 ......liverveicecsesesnmesnreensenssrssmsssas Y
Report of Plastic Water Line Removal and/or Relocation
Report of replacement / relocation provided as an Appendix to the Tier 2 Report? .......... Y
Report of Over Excavation (OE) Activities
Y

Report of the OE provided as an Appendix to the Tier 2 report? ... e,
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